Abstract-Wind power generation systems influence power quality in a very specific manner creating the requirements for detailed and correct analysis of disturbances caused by wind generators. Wind power system cause sub-and interharmonic disturbances within the spectrum of voltages and currents. The paper shows alternative method of spectrum estimation in power systems, tested on the system with the doubly fed induction generator (DFIG) connected to low voltage distribution grid. Advanced spectral estimation algorithm (ESPRIT) are applied to overcome the drawbacks of Fourier-based techniques.
INTRODUCTION
Wind generation is one of the foremost mature and price effective resources among renewable energy technologies [1] . The intensification of wind farms proliferation into electrical systems is supported by ecologists and governments. The longterm target of European Union is to extend the share of renewable energy resources to 20 % [2] .
The current policies imply the utilization of wind turbines with adequate grid compatibility employing integrated measures for grid reinforcement [4] .
There exist various types of wind generators which permit the fulfillment of regulatory necessities [4] , regarding grid stability. Examples are converter-based systems with synchronous generators, converter-inverter units, short circuit rotor asynchronous machines conjointly with converterinverter units and asynchronous machines with static compensators [5] .
One of the most economical types of wind generators is the doubly fed induction generator DFIG [7] that permits the regulation of reactive power and therefore the adjustment of angular velocity to maximize the output power. These generators also can support the system throughout voltage sags.
However, the drawbacks of converter-based systems are current distortions injected into the system [8] .
The paper is dedicated to the analysis of harmonic distortion in varied operation conditions of the wind generation units.
Parametric spectral estimation ESPRIT algorithm is applied to extract data on harmonics parameters. It's assumed that those advanced algorithms might provide more accurate and detailed results than commonly used Fourier-based algorithms
The testing signals were obtained from the laboratory model of DFIG that allowed free regulation of active and reactive power and angular velocity of the generator shaft.
The analysis interest was targeted on the harmonics generated by DFIG. attributable to restrictions imposed by utilities on wind park operators it's troublesome to run such analysis activity on real object among widespread vary of parameters changes in acceptably short time.
In the initial part of the paper, the physical, grid connected model consisting of induction generator, direct converter, DC machine and management unit is introduced. In the second part of the paper, the ESPRIT algorithms are presented. The measurement procedure and assessment of grid parameters follow in the next part. Current measurements and harmonics estimation results are finally presented and assessed.
II. MODEL OF WIND GENERATOR
The model of DFIG is shown in Figure 1 . The rotor of induction machine is connected to the grid with a back-to-back voltage supply converter that controls the excitation system. This most important feature of this system are the sub synchronous and super synchronous operation speeds in generator mode and adjustable reactive power generation. The wind turbine was modeled with a separately excited 30 kW DC machine. Torque and angular velocity may be set in a controlled manner in accordance to speed-torque characteristic of a true 3-blade rotor ready for steady state operation of the 5 kW DFIG model.
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III. ESPRIT
ESPRIT methodology belongs to the subspace parametric spectrum estimation techniques. It permits determining the parameters of harmonic elements with high accuracy. It is based mostly on eigenvector decomposition of the autocorrelation matrix of the signal where 2 subspaces (signal and noise subspaces) are determined. The rotational invariance between each subspace permits extracting of the parameters of spectral components contained within the investigated waveform [9] .
The assumed signal model is the following:
Ae wn
where [ ] w n represents additive noise. The eigenvectors U of the autocorrelation matrix of the signal define two subspaces (signal and noise subspaces) by using two selector matrices 1 Γ and 2 Γ .
The rotational invariance between both subspaces leads to the equation:
where: 
The matrix Φ contains all information about M components' frequencies. Additionally, the TLS (total leastsquares) approach (applied for solving of (3) for Φ ) assumes that both estimated matrices S can contain errors and finds the matrix Φ as minimization of the Frobenius norm of the error matrix.
The autocorrelation matrix of the signal contains all data concerning spectral components' frequencies, amplitudes and (indirectly) phases. Additionally, the TLS (total least-squares) approach assumes that estimated matrices will contain errors and finds the resulting matrix as minimization of the Frobenius norm of the error matrix.
IV. SUB-HARMONICS
Sub-harmonics are inter-harmonics with frequency lower than fundamental frequency. Sub-harmonics can be generated by nonlinear loads under special conditions: among others wind generators (e.g. as a consequence of tower-to blade interaction causing the modulation of the generator torque). Consequences of voltage sub-harmonics, even for very low amplitudes are important. Even a single sub-harmonic tone is able to cause light flicker. According to recent studies, all interharmonic components from 15 to 85 Hz can cause light fluctuations [5] . Furthermore, sub-harmonics can cause asymmetrization and core saturation of transformers, thermal aging of induction motors and perturbation of generators function manifesting as sub-synchronous torques. In another study, measurements of of the r.m.s. voltage magnitude of the sub-harmonic group and subgroup, defined as grouping of the output bins of an IEC harmonic measurement instrument below 50 Hz, were investigated in a low-voltage distribution system. The results showed considerably higher magnitude of these components than expected. [7] Therefore, it is important to search for reliable methods of spectral analysis which can provide accurate results for short data records, thus avoiding the influence of time variation of spectral parameters on the accuracy of obtained results.
V. RESULTS OF ANALYSIS
During the sub-and super-synchronous mode measurements were done at different points of the DFIG system. The measurements were carried out during steady state operation (without transients). The power quality recorder used enabled the capture of currents and voltages with sampling frequency of 20 kHz.
Sub-synchronous Mode
The measurements in sub synchronous mode correspond to 1401 rpm of the rotor. The simulation parameters were: The mean active power value injected into the grid at PCC was about 710 W. The total losses included losses caused by protection devices, converter, transformer and LCL filter. The active power introduced in the rotor circuit of the induction machine was 290 W.
Typically, the power factor at PCC during the operation of a wind generator is equal to one. Due to unsymmetrical conditions the highest power factor achieved was about 0,94. The spectral components were obtained using a windowed signal with the length adapted to ten periods of the fundamental 50 Hz component. 
CONCLUSIONS
Currents fed into the grid by the investigated DFIG system have a considerable harmonic content. Not solely characteristic harmonics but conjointly uncharacteristic harmonics and interharmonics were observed. Interharmonics are typically not taken into account in power quality compatibility tests of wind generator systems and thus the analysis results revealed important levels of this type distortion.
Monitoring and proper estimation of power quality parameters is also a vital issue in guaranteeing reliable and safe operation of a power system with wind generation.
Applied spectral estimation methods, showed high content of interharmonics among the currents, justifying their usefulness as a tool for spectral analysis of highly distorted signals.
